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The increase outdoor temperature acts directly on the indoor climate of buildings. In Cameroon, the energy consumption demand in
the buildings sector has been rapidly increasing in recent years; so well that energy supply does not always satisfy demand. Thermal insu-
lation technology can be one of the leading methods for reducing energy consumption in these new buildings. However, choosing the
thickness of the insulation material often causes high insulation costs. In the present study, the optimum insulation thickness, energy
saving and payback period were calculated for buildings in Yaounde´ and Garoua cities, located in two climatic regions in Cameroon.
The economic model including the cost of insulation material and the present value of energy consumption and the cost over a life time of
22 years of the building, were used to ﬁnd the optimum insulation thickness, energy saving, and payback period. Materials that extruded
polystyrene were chosen and used for two typical wall structures (concrete block (HCB) and compressed stabilized earth block wall
(CSEB)). The early cooling transmission loads, according to wall orientations and percentage of radiation blocked were calculated using
the explicit ﬁnite-diﬀerence method under steady periodic conditions. As a result, it was found that the west- and east-facing walls are the
least favourite in the cooling season, whereas the south and north orientations are the most economical. Although wall orientation had a
signiﬁcant eﬀect on the optimum insulation thickness, it had a more signiﬁcant eﬀect on energy savings. In equatorial region (Yaounde´),
for south orientation, the optimum insulation thickness was 0.08 m for an energy savings of 51.69 $/m2. Meanwhile, in tropical region
(Garoua), for north orientation, the optimum insulation thickness was 0.11 m for an energy savings of 97.82 $/m2.
 2017 The Gulf Organisation for Research and Development. Production and hosting by Elsevier B.V. All rights reserved.
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One of the most eﬃcient ways to reduce the transmis-
sion rate of heat and energy consumption to cool and heathttp://dx.doi.org/10.1016/j.ijsbe.2017.02.001
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equatorial and tropical climate. International Journal of Sustainable Built Ebuildings is the use of an appropriated thermal insulation
in the building envelope. An optimum thickness of insula-
tion oﬀers minimum total cost, including the cost of insula-
tion and energy consumption on the building life (Daouas,
2011). In Cameroon, energy consumption in modern and
traditional buildings has considerably increased in recent
years, and unfortunately, no measure has been taken by
the Cameroon government to improve the thermal quality
of the building envelope. A comfortable environment isduction and hosting by Elsevier B.V. All rights reserved.
ive study on optimum insulation thickness of walls and energy savings in
nvironment (2017), http://dx.doi.org/10.1016/j.ijsbe.2017.02.001
Nomenclature
As annual energy savings ($m2)
c speciﬁc heat (Jkg1 K1)
C cost ($)
COP coeﬃcient of performance of air-conditioning
system
CDD degree-days (C days)
g inﬂation rate (%)
h combined heat transfer coeﬃcient (Wm2 K1)
H monthly average of daily global radiation on
horizontal surface (MJ m2 day1)
Ho monthly average of daily extraterrestrial radia-
tion on horizontal surface (MJ m2 day1)
Hd monthly average of daily diﬀuse radiation on
horizontal surface (MJ m2 day1)
L wall thickness (m)
Lop optimum insulation thickness (m)
I interest rate (%), order of node
Itotal solar radiations on the horizontal surface
(W m2)
Ib direct solar radiations on the horizontal surface
(W m2)
Id diﬀuse solar radiations on the horizontal surface
(W m2)
I0 hourly extraterrestrial radiation (W m2)
N number of nodes
n lifetime of building (years)
M number of layers of composite wall
pb payback period (years)
qi heat ﬂux density at indoor surface of the wall
(W m2)





x coordinate direction normal to wall (m)
Greek symbols
a solar absorptivity of outside surface of wall
c surface azimuth angle ()
d declination angle ()
k thermal conductivity (W m1 K1)
/ latitude ()
w hour angle ()
ws sunset-hour angle for a horizontal surface ()
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building (Kameni Nematchoua, 2014). A considerable
applied insulation thickness on the external walls of the
buildings results in signiﬁcantly lower heat load transmis-
sion. The cost of the insulation material increases linearly
with the thickness of the insulation material (Ozel, 2011).
In 2008, it has been shown that more than 50% of the con-
sumed total energy in the building has been dedicated to
heating and cooling (Kameni Nematchoua, 2015). This
percentage is going to rise in the coming years, as the global
population continues to increase (Kameni Nematchoua,
2015). Thermal insulation is also solicited to reduce the loss
of heat in buildings through the envelope.
Meanwhile, the use of the most eﬃcient energy to cool
buildings is the best measure to preserve energy and protect
environment (Azmi Aktacir et al., 2010; O¨zden et al.,
2011). There are many studies in the literature on the deter-
mination of optimum insulation thickness on building
walls, and most of them had used the degree day (or degree
hour) to calculate the thickness (Ucar and Balo, 2009,
2010; Comakli and Yu¨ksel, 2003; Dombayci et al., 2006;
Daouas et al., 2010; Bolattu¨rk, 2008; Yu et al., 2009;Please cite this article in press as: Kameni Nematchoua, M. et al. A comparat
equatorial and tropical climate. International Journal of Sustainable BuiltGhrab-Morcos, 2002). For instance, Bolattu¨rk
(Bolattu¨rk, 2006) analysed the use of insulation on the
external walls of buildings during many seasons, and found
that the building inertia inﬂuences indoor comfort. A good
selection of construction materials is very important at the
time of conception of building. Tsilingiris (Tsilingiris, 2003)
developed a numerical algorithm for the cooling load cal-
culation, while Granja and Labaki (2003) presented a peri-
odic solution of the heat ﬂow through a ﬂat roof using
Fourier analysis. These results have facilitated the calcula-
tion of architects. Furthermore, Dombayci et al. (2006)
found the optimum insulation thickness of the external
wall for diﬀerent energy sources and diﬀerent insulation
materials. The study by Mohsen et al. (2001) showed that
the insulation of external walls and roofs can increase
energy saving by up to 77%. Meanwhile, Naouel Daouas
et al. (2010) found that the most proﬁtable case for insula-
tion is the stone/brick sandwich wall and expanded poly-
styrene, with an optimum thickness of 5.7 cm, which
achieved energy savings up to 58% with a payback period
of 3.11 years. This work, has allowed to improve the results
obtained in Tsilingiris (2003), Granja and Labaki (2003),ive study on optimum insulation thickness of walls and energy savings in
Environment (2017), http://dx.doi.org/10.1016/j.ijsbe.2017.02.001
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eral design-related faults common in Saudi Arabian house
design, which contributed to ineﬃcient use of energy.
Kemal and Bedri (2003) showed that optimization is based
on the lifecycle cost analysis, and obtained an able energy
saving by applying optimum insulation thickness. Farshid
et al. (2014), showed thatthe sustainability scenario could
oﬀer, approximately, 100% increase in the optimum thick-
ness of extra insulation compared to the Business As Usual
scenario (BAU). However, the implication of diﬀerent life
spans of 40, 50 or 60 years, on the optimum measure
appeared to be either negligible or very small, depending
on the chosen scenario. It must be noted that the results
obtained in each of these studies diﬀered according to the
study places with their climate zone. In the Sub-Sahara
Africa regions, ambient temperatures and solar radiation
levels are suﬃciently high that, even during winter, build-
ings do not need energy for heating. The roof insulation
is as important as that of wall. This work is the continua-
tion of Wati and Meukam (2015). The choice of Yaounde
and Garoua as the main investigation ﬁeld cities has not
been made randomly. Several countries in sub-Saharan
Africa and Asia have a climate similar to that of these
two cities. In this sense, the results can also serve as a stan-
dard for construction and design of buildings in these dif-
ferent regions and also improve Existing ASHRAE
database. In addition, Yaounde´ and Garoua are two cities
with a very high population density in Central Africa.
These cities are highly threatened by the eﬀects of climate
change, which explains the high energy demand for cooling
in new residences.
The aim of the present study was to determine optimum
insulation thickness for external walls of buildings in two
climate areas of Cameroon. Optimization was based on
an economic model, in which a lifecycle cost analysis was
conducted using one type of insulation material and two
typical wall structures. The yearly cooling transmission
loads according to wall orientations were calculated using
explicit ﬁnite-diﬀerence method under steady periodic con-
ditions. In addition, the thermal performance of the walls
under optimal conditions was also investigated.
2. Methodology
2.1. Analysed cities
The Yaounde´ city is built on several hills and enjoys a
picturesque setting and a relatively ‘‘fresh” climate. It is
the capital of the central region and also the Cameroon
political capital. This city is located between 3520N and
11310E, then, around of 726 m of altitude. Precipitation
ranges from 22 mm (January) to 298 mm (October). In
February, the average temperature is 24.9 C. February is
therefore the hottest month of the year. August is the cold-
est month of the year. The average temperature is 22.2 C
during this period. Yaounde city is approximately 300 km
from the Atlantic coast and enjoys a temperatePlease cite this article in press as: Kameni Nematchoua, M. et al. A comparat
equatorial and tropical climate. International Journal of Sustainable Built Esub-equatorial climate with four seasons, including a long
dry season (mid-November to late March), a short rainy
season (April to mid-June), a short dry season (mid-June
to mid-August) and a long rainy season (mid-August to
mid-November). Its population was about 2.5 million in
2011, and since the early 1990 s, the population has
increased with a growth rate of 7% per year.
Located between 9180N and 13230E, around altitude
199 m; Garoua is the capital of the northern region of
Cameroon. It has approximately 357,000 inhabitants. Gar-
oua city is the third largest city of Cameroon. In this city,
scorching heat can be experienced in the late dry season
despite the shade provided by the trees that line the main
streets, and the average monthly temperature is 26 C in
August and 40 C in March (extreme temperatures varied
from 17 C to 46 C). It has Sudanian-type tropical cli-
mate. It is characterized by a long dry season from October
to April and a short rainy season from May to September.
The total monthly rainfall varies from 0 to 250 mm. Its
monthly sunshine varies from 194 to 300 h.2.2. Mathematical formulation
The walls of the modern houses in the sub-Saharan
Africa, in general, and in Cameroon, in particular, are gen-
erally made with parpen, with a cement coating on each
side. However, the development of techniques for stabiliz-
ing mud brick (mechanical and chemical) has led to a
renewed interest in it. Thus, to optimize the thickness of
the insulation in the walls in modern homes, composite
walls are considered (Fig. 1).
The outside face of the wall is subjected to variations in
temperature T oðtÞ and solar radiation IðtÞ. The inside face
of wall comes in contact with the indoor air maintained
at a ﬁxed temperature for T i to have better thermal com-
fort. Each layer, J, of the composite wall is therefore the
seat of a unidirectional transfer of heat in the supposed








where j refers to the serial number of the layer (j = 1,. . ., M
for a wall of M layer); x and t are the spatial and temporal
coordinates, respectively; T jis the temperature at the point
of coordinates x in layer j and qj, cj and kj are the density,
speciﬁc heat and thermal conductivity of the material of
layer j, respectively. The resolution of Eq. (1) requires the
determination of the boundary conditions and initial con-
dition. Thus, at the initial moment, we assume that all
points of the wall have the same temperature (25 C).
The outside face conditions and indoor condition are given





¼ hoðT o  T 1Þ þ aI ð2Þive study on optimum insulation thickness of walls and energy savings in
nvironment (2017), http://dx.doi.org/10.1016/j.ijsbe.2017.02.001
Fig. 1. Typical wall structures (a: hollow concrete block wall, b: CSEB wall) and proposed wall structures (c: insulated hollow concrete block wall, d:
insulated CSEB wall).




¼ hiðT N  T iÞ ð3Þ
where a is the absorption coeﬃcient and he and hi are the
thermal exchange coeﬃcient on the outside and inside
faces, respectively. Their values (he ¼ 22W :m2:K1 and
hi ¼ 9W :m2:K1) were obtained from a previous study
(Ozel, 2011). I is the radiation of short wavelength received
by outdoor face wall (vertical), and was obtained using Eq.
(4) given in Ozel (2011).






where Id ;Dh and Ih are the direct radiation, diﬀuse
radiation and global radiation on a horizontal surface,
respectively and qy is the albedo of the area assumed to
be equal to 0.2. The parameter Rb is given for a vertical sur-
face by Ozel (2011).Rb ¼ cos d sin/ cosxþ cos d sin c sinx sin d cos/ cos c
cos/ cos d cosxþ sin/ sin d
ð5Þ
where d, x, c and / are the solar declination, hourly angle,
surface of the azimuth and solar elevation, respectively. c is
equal to 0 for an inclined surface facing south, 90 for a
surface turned towards east, 90 for a surface turned
towards west and 180 for a north surface.
The third term of Eq. (4) designating the diﬀuse radiance
on a vertical surface was obtained from a model developed
in El-Sebaii et al. (2010). This model uses the simplifying
hypothesis of a distribution isotrope of the diﬀuse radiation
that is independent of the ze´nithal and azimuthal angles.Please cite this article in press as: Kameni Nematchoua, M. et al. A comparat
equatorial and tropical climate. International Journal of Sustainable Built2.3. Method of solution
To solve the above-mentioned problem, a thermal
model of an area consisting of a wall was constructed from
the component library of Ham-tools developed in the envi-
ronment of MATLAB-Simulink simulation (Kolaitis et al.,
2013). The Ham-tools has been developed jointly by
Chalmers University of Technology (Sweden) and the
University of Technology in Denmark (Copenhagen,
Denmark), and is solved numerically using the ﬁnite-
diﬀerence method and a scheme of explicit temporal
resolution (Eq. (1)).For a stitch of thickness di inside the
materials (Fig. 2), the thermal balance at node i mesh
centre can be written as follows:




T ni1  T ni
Ri1 þ Ri þ




where i denotes the number of node and n indicates the




where ki is the thermal conductivity of the node material i.
As the studied wall is composite, a node is placed at every
interface between the two materials of diﬀerent nature. The
complete modelling of the heat transfer to the node of con-
tact is given in Nielsen (2002).
The thermal balances are given by Eqs. (8) and (9),
respectively.




T n2  T n1
R2 þ R1 þ hoðT o  T 1Þ þ aI
 
ð8Þive study on optimum insulation thickness of walls and energy savings in
Environment (2017), http://dx.doi.org/10.1016/j.ijsbe.2017.02.001
Fig. 2. Numeric model.




T nN1  T nN
RN1 þ RN þ hiðT i  T N Þ
 
ð9Þ
The numeric solution gives the temporal evolution of
the temperature to every internal node of the wall and on
internal and external face of the wall. The density of heat
ﬂux transmitted to the zone is given by El-Sebaii et al.
(2010).
qcðtÞ ¼
hi T i  T N ðtÞð Þ if T i > T N
0 if T i 6 T N

ð10Þ
The maximum step size of the time adopted in our
model is an hour, and the hourly exterior conditions are
considered.2.4. Hourly exterior conditions
The monthly averages of the minimum and daily max-
ima of temperature of every month on a relatively long per-
iod (1984–2005) were ﬁrst calculated from the archives of
the Department of Meteorology (Directorate of National
Meteorology). These values were used to estimate the mid-
dle hourly values of temperature of every month from the
model of cosine (Safeeq and Fares, 2011), as shown in
Eq. (11).






þ Tmax þ Tmin
2
ð11Þ
where T t is the temperature at time tðhÞ starting from mid-
night (in the range of 1–24); Tmax and Tmin are the minimum
and maximum daily temperature, respectively and a is the
hour of the day at which temperature is maximum. In the
present study, the parameter a was considered as 14, as
reported by Safeeq and Fares (2011), De Wit (1978).
The daily averages of the diﬀuse and global radiances on
a horizontal surface of every month were obtained by
dividing the number of day of the month considered, and
the monthly averages of one relatively long period (1985–
2005) was obtained from Sola (2014). The hourly averages
of the diﬀuse and global radiances were obtained from the
model of decomposition of Lui and Jordan and Collares-
Pereira (Basunia et al., 2012), considering the 15th day of
the month as the representative day. Figs. 3 and 4 showPlease cite this article in press as: Kameni Nematchoua, M. et al. A comparat
equatorial and tropical climate. International Journal of Sustainable Built Ethe monthly diurnal averages of temperatures and solar
radiation levels in Garoua and Yaounde´, respectively.
The outdoor temperature varied from 17.6 C to 40.9 C
with a standard deviation (SD) of 0.97. A peak was
obtained in March at around 2 pm. This peak persisted till
April and then fell by 3.9 C in May. From May, a light
reduction in the air temperature was observed until the
month of November when the temperature appeared to
increase. The global radiation was about 1000 W/m2 from
January to March, and the direct normal radiation
increased up to 825 W/m2 in January, while the diﬀuse
radiation was around 300 W/m2, except for the period
from November to January (Fig. 3). In the equatorial zone
(Yaounde), the climatic conditions were more favourable;
the outdoor air temperature varied from 21.5 C to 31.7 
C (SD = 0.74), and the horizontal global radiation was
rarely 800 W/m2 (Fig. 4). Generally, the global radiation
was more important in tropical region than equatorial
region. But, almost equal in January and February in the
two regions. These diﬀerent studied elements testiﬁed the
unequal variation in the energies used for the cooling of
the buildings in these regions. The climatic conditions of
these cities were often very unfavourable to compare with
those of the city of Jeddahen (Hanan et al., 2011).3. Thermal performance of the uninsulated wall
Hence forth, the composite walls presented in
Fig. 1a and b will be designated as wall 1 and wall 2, whose
outside faces were exposed to the climatic conditions of the
cities of Yaounde and Garoua, respectively. The solar radi-
ation calculations were made for the 15th day of the hottest
month of each of the two climates as indicated by Jeddahen
(Hanan et al., 2011); i.e., March for Garoua and January
for Yaounde. The month of January was chosen for
Yaounde´, because of the importance of the amplitude of
the diurnal temperature variations. The thermophysical
properties of the materials used are given in Table 1.3.1. Eﬀect of wall orientation
Fig. 5, shows the remarkable eﬀect of wall orientation
on the heat ﬂux density on the internal face of every wall
model. The peak density of the ﬂux on the internal surfaceive study on optimum insulation thickness of walls and energy savings in
nvironment (2017), http://dx.doi.org/10.1016/j.ijsbe.2017.02.001
Fig. 3. Monthly diurnal averages of temperatures and solar radiation levels in Garoua.
Fig. 4. Monthly diurnal averages of temperatures and solar radiation levels in Yaounde´.
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Table 1
Material properties (Meukam et al., 2004; Sisman et al., 2007).
Materials q(kg=m3) c(J=kg=K) kðW =m=KÞ
Expanded polystyrene 10 1400 0.04
Cement plaster 2200 1050 0.87
Hollow concrete block 1250 880 0.67
CSEB wall 1758 1000 0.887
M. Kameni Nematchoua et al. / International Journal of Sustainable Built Environment xxx (2017) xxx–xxx 7of walls (1) and (2) was higher when they were oriented
towards east in the tropical climate (Garoua) during the
representative day of the month of March
(Fig. 5a and b). This is due to the fact that this facing is
the one that receives more radiance of short wavelength
when the outside temperature reaches its maximal value
(around 14 h). These heat ﬂuxes of the density peaks on
the interior wall faces were observed at around 20 h in
the case of wall 1 and at about 24 h in the case of wall 2.
The thermal inertia diﬀerence between the two types of
walls could be the origin of this shift. Indeed, in March, ini-
tially, the heat ﬂux density was 30 W/m2, it has decreased
up to 5 W/m2 around of 10 h, then begin to increase till
20 h, where it reaches 40 W/m2. In January, at the same
time, the heat ﬂux density was near to 25 W/m2 (South
facing).
During the representative day of the month of January,
in Yaounde´, the peak density of heat ﬂux on the internalFig. 5. Eﬀect of wall orientation on the hourly variation of the inside surface h
two wall structures.
Please cite this article in press as: Kameni Nematchoua, M. et al. A comparat
equatorial and tropical climate. International Journal of Sustainable Built Eface of each type of wall was observed when the wall was
oriented southwards (Fig. 5c and d). This is due to the fact
that south face receives more solar energy than east, west
and north faces at that moment or when the outdoor tem-
perature exhibits maximum variation. As stated previously,
the diﬀerence between the hours when peaks appear and
their values are due to the thermal inertia diﬀerence
between the two types of walls. In the equatorial region
(yaounde), the heat ﬂow density ﬂux was less important
than tropical region (Garoua). In March (Yaounde´), at
ﬁrst time, the heat ﬂux density was 25 W/m2, then, it has
decreased up to 15 W/m2, around of 13 h, till 23 h, then
it increased and reaches 25 W/m2. In January it increased
linearily. However, the heat ﬂow density ﬂux on the inte-
rior layer of the wall when it was oriented towards north
was weaker than that noted when it was oriented towards
other directions (south, east and/or west). This could be
due to the fact that the north wall received very little solar
energy during the representative days of the months con-
sidered in the two climates (Fig. 5). The wall orientation
inﬂuences the heat ﬂux density on its internal face. How-
ever, Fig. 5 shows that for the compressed stabilized earth
brick (CSEB) (wall 2), ﬂuctuations within the surface con-
ditions were signiﬁcantly reduced, when compared with
those shown by the concrete block wall (wall 1). This is
due to the good capacity of the earth bricks to store heat,eat ﬂux density in Garoua [(a) and (b)] and Yaounde´ [(c) and (d)] for the
ive study on optimum insulation thickness of walls and energy savings in
nvironment (2017), http://dx.doi.org/10.1016/j.ijsbe.2017.02.001
Fig. 6. Eﬀect of solar shading on the inside surface heat ﬂux in Garoua [(a) and (b)] and Yaounde´ [(c) and (d)].
8 M. Kameni Nematchoua et al. / International Journal of Sustainable Built Environment xxx (2017) xxx–xxxwhen compared with that of the concrete block. These
results showed that CSEB, similar to stone wall (Daouas
et al., 2010), improves the indoor climate.
3.2. Eﬀect of shading
Fig. 6, shows the shade eﬀect on the heat ﬂux density on
the internal layer of wall 1 and wall 2. This eﬀect was noted
for the orientations of the wall where the heat ﬂux density
on the internal layer presented the most elevated peaks
either on the ‘‘East face” in Garoua or ‘‘South face” in
Yaounde. In the case of wall 1, there was a strong reduc-
tion in the peaks, whereas wall 2 showed a practically uni-
form reduction during 24 h. It seen that the heat ﬂux
density decreases with increasing shade level. Under the
same climatic conditions and same orientation, the heat
ﬂux density on the inside of wall 1 and wall 2 was diﬀerent
(Figs. 5 and 6). Meanwhile, the daily thermal gains through
these two types of walls, obtained by integrating those mea-
sured for 24 h as the function given in Eq. (9), were very
close. Thus, at the time of determination of the optimum
insulation thickness, only wall 1 was used and these results
were valid for wall 2.Please cite this article in press as: Kameni Nematchoua, M. et al. A comparat
equatorial and tropical climate. International Journal of Sustainable Built4. Optimum insulation thickness
The insulated wall reduces yearly transmission load,
which is the main input parameter of any optimum insula-
tion thickness model.
4.1. Yearly cooling load calculation
The cooling period in the climatic zones under ﬁeld
spread throughout the year or nearly the yearly quantity
of energy Qc received by indoor wall was determined by
integrating the values obtained for 1 year as the function
qcðtÞ given by Eq. (9). Fig. 7 shows the variation in the
yearly cooling load with insulation thickness in Yaounde´
and Garoua. In the two climates, the thermal gains through
the east and west faces were practically equal and higher
than those of the south or north faces. The thermal gains
through the south face were higher than those through
the north face because the zones of survey were in the
northern hemisphere, where the northward-oriented walls
received less solar energy than the southward-oriented
ones. Nevertheless, irrespective of the orientation of the
wall, the yearly thermal gains decreased with the thicknessive study on optimum insulation thickness of walls and energy savings in
Environment (2017), http://dx.doi.org/10.1016/j.ijsbe.2017.02.001
Fig. 7. Cooling transmission load vs. insulation thickness for the climate of Garoua (a) and Yaounde´ (b).
M. Kameni Nematchoua et al. / International Journal of Sustainable Built Environment xxx (2017) xxx–xxx 9of the insulator. These results are similar to those found in
the literature (Daouas, 2011; Kameni Nematchoua, 2014;
Ozel, 2011; Azmi Aktacir et al., 2010). On the whole, the
yearly thermal gains were found to be more important
for the climate of Garoua than for the climate of Yaounde´,
because the heat degree is more important in Garoua than
in Yaounde´ (Kemajou, 2011).
Fig. 8a and b shows the inﬂuence of the obstruction of
radiations of short wavelengths on the yearly thermal gains
through east or west face in the two considered climatic
zones. This eﬀect was particularly remarkable when the
thickness of the insulator was weak. In general, the yearly
thermal gains decreased with the percentage of radiation
blocked. The last result is similar to those obtained in the
literature (Ozel, 2013).4.2. Economic analysis
The installation of the insulator contributes to the
reduction in the air-conditioning load and thus reductionPlease cite this article in press as: Kameni Nematchoua, M. et al. A comparat
equatorial and tropical climate. International Journal of Sustainable Built Ein the electricity invoice. This reduction is especially impor-
tant when the thickness of the insulator is large. However,
to install an insulator, an initial investment is required,
which increases with the thickness of the insulator. The
total expense bound to the wall considered during the life-
cycle of a building is a function of the thickness of the ther-
mal insulator installed, price of kilowatt-hour of the
electric energy, interest rates and inﬂation of the currency
considered. It is important to determine the insulator thick-
ness that minimizes this total amount (Ct), which is equal
to the sum of the present cost of the energy consumed dur-
ing the time of existence of the building and the insulation
cost (Daouas et al., 2010).
Ct ¼ CenrPWF þ Ci ¼ CenrPWF þ CinsLins ð12Þ
where Cenr ($=m2year) is the yearly cost of the electric
energy consumed bound to the thermal gains through
one square metre of wall; PWF is the ‘‘present
worth facto”; Cið$=m3Þ is the cost of one cubic metre of
insulator and LiðmÞ is the insulation thickness.
ive study on optimum insulation thickness of walls and energy savings in
nvironment (2017), http://dx.doi.org/10.1016/j.ijsbe.2017.02.001
Fig. 8. Eﬀect of solar radiation blocked on yearly cooling load in Garoua
(a) and Yaounde´ (b).
Table 2






Expanded polystyrene Cost ($/m3) 164.32
Inﬂation rate, i 2.9%
Interest rate, d 5%
Life time, n 30
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wall surfaceðQcÞ, the price of energy kilowatt-hour (Cel)
and the coeﬃcient of performance of the air-conditioning
unit, as given in Eq. (13).
Cenr ¼ QcCelCOP ð13Þ
PWF is a function of the interest rates and inﬂation, and














1þ i if i ¼ g ð15Þ
where n is the yearly lifecycle of the building, i is the
currency inﬂation rate and d is the interest rate. The




¼ PWF ðbÞ ð16Þ
where Ci=AS is the simple pay-back period that does not
take interest rate into account and AS is the amount of
the annual savings obtained by insulation.
The energy savings ($/m2) obtained during the lifetime
of the insulation material can be calculated as (Kameni
Nematchoua, 2015):Please cite this article in press as: Kameni Nematchoua, M. et al. A comparat
equatorial and tropical climate. International Journal of Sustainable BuiltES ¼ Cto  Ctins ð17Þ
where Cto and Ctins are the total cost of cooling without and
with insulation, respectively. The energy saving can be








The results obtained from the above-mentioned method
can be compared with those of the degree-day method. In
fact, the degree-day method has been used by several
authors to estimate the optimal insulation thickness. In this
method, the yearly transmission load per unit of wall area
is estimated (in J=m2) by the following equation (Kameni
Nematchoua, 2015):
Qc ¼ 86400:U :CDD ð19Þ
where CDD is the annual cooling degree-day (in C days)
whose values for the climate of Garoua and Yaounde´ are
1315 and 361, respectively. These values are calculated
from the meteorological data (from Directorate of
National Meteorology) for a long period (20 years). The
annual cooling degree-day can be obtained by the summa-
tion of the positive diﬀerence between the mean daily tem-
perature and the ﬁxed indoor base temperature (25 C)
over the whole year. The mean daily temperature can be
calculated by adding the maximum and minimum temper-
atures for the day, and then dividing it by 2 ASHRAE
(2009).
The overall heat transfer coeﬃcient of the wall can be
expressed by Eq. (20).
U ¼ 1
Ro þ Rins þ Rw þ Ri ð20Þ
where Ro and Ri are the heat resistance due to convective
transfer on the outside and inside surface of the wall,
respectively and Rins and Rw are the heat resistance of the
insulation layer and rest of the wall, respectively.






CelPWF þ CinsLins ð21Þive study on optimum insulation thickness of walls and energy savings in
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Fig. 9. Insulation cost, energy cost and total cost vs. insulation thickness for diﬀerent wall orientations in Garoua (a) and Yaounde´ (b).
Table 3
The optimum insulation thickness, energy savings and payback period for all wall orientations for Yaounde´ and Garoua climate.
Locality Yaounde´ Garoua
Orientation South North East/West CDD South North East/West CDD
Optimum insulation thickness (m) 0.08 0.07 0.08 0.034 0.12 0.11 0.125 0.0835
Energy savings (%) 79.87 77.89 79.71 62.24 85.31 84.36 85.65 80.21
Payback period (years) 4.78 5.14 4.63 9.31 3.39 3.69 3.38 4.66
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ity of the insulating material, respectively.
Rt ¼ Ro þ Rw þ Ri ð22Þ
The optimal insulation Lop is the thickness of the insula-
tion layer that corresponds to that minimizing the total




The parameters used in the calculation of the optimum
insulating thickness are given in Table 2.
5. Results and discussion
The optimum insulation thickness is calculated by
considering the sequential reduction in the cost of thePlease cite this article in press as: Kameni Nematchoua, M. et al. A comparat
equatorial and tropical climate. International Journal of Sustainable Built Econsumed energy. However, purchase and installation of
the insulation layer increase the initial cost of construction.
Therefore, an economic analysis was performed in the pre-
sent study to estimate the optimum insulation thickness,
which minimizes the total cost, including the insulation
and energy consumption costs.
Fig. 9 shows the insulation cost, energy cost and total
cost vs. insulation thickness for diﬀerent wall orientations.
When the energy cost decreases with the increasing insula-
tion thickness, the insulation cost increases linearly with
the insulation thickness. This can be explained by the fact
that when the insulator transverse measurements are
stationary, the cost is proportional to its thickness. The
variations in the costs of the electric energy according to
the insulator thickness have the pace of those of the ther-
mal gains. Indeed, in the adopted economic model, these
quantities are proportional. The total cost is the sum ofive study on optimum insulation thickness of walls and energy savings in
nvironment (2017), http://dx.doi.org/10.1016/j.ijsbe.2017.02.001
Fig. 10. Variation in energy savings vs. insulation thickness for all wall
orientations in Garoua (a) and Yaounde´ (b).
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the insulator thickness has a minimum value. The insulator
thickness corresponding to this value constitutes the opti-
mal thickness sought. The most economical case with
respect to the minimum total cost is the south orientation
followed by north, then, east and west orientations. This
result is in conformity with those presented in the literature
(Kameni Nematchoua, 2015; Farshid et al., 2014). Never-
theless, the minimum total cost can vary according to the
type of climate associated with the studied region. In
tropical zone (Fig. 9a), the least economical case is the
west/east orientation. In equatorial zone (Fig. 9b), the least
economical case is the east orientation followed by the
west. These results are in agreement with those reported
by Naouel Daouas (Daouas, 2011).
Table 3 shows the insulator optimal thickness, the pay-
back period on investment and energy savings according to
the diﬀerent orientations of the wall and climates of the two
cities examined. The table also presents a comparison
between the results obtained in the present study and those
of the degree-day model (DD). In Yaounde´, the optimum
insulation thickness is 0.07 m for North orientation. It cor-
responds to an annual energy saving of 77.89% for
5.14 years, as payback period. However, for the same cli-
mate, the insulation optimum thickness is 0.08 m for the
East/West orientation. It corresponds to an annual energy
saving of 79.71% for 4.63 years, as payback period. On the
other hand, in Garoua, the insulation optimum thickness is
0.11 m for the North orientation. It corresponds to an
annual energy saving of 84.36% for 3.69 years, as payback
period. However, the optimum insulation thickness is
0.125 m for the East/West orientation, for an annual
energy saving of 85.65%. An analysis of these results shows
that optimum insulation thickness is higher in the tropical
climate (Garoua) than in the equatorial climate (Yaounde´),
however, the payback period is the weakest in Garoua.
Fig. 10 shows the variation in the energy savings vs.
insulation thickness for all wall orientations. The energy
savings was maximum for an insulator thickness equal to
its optimal value. Beyond this value, an increase in the
insulator thickness resulted in a decrease in energy savings.
It can be noted from these ﬁgures that the lowest value of
energy savings was obtained for north and south walls,
while the highest energy savings were obtained for the
East/West walls. These ﬁndings are similar to those
obtained by Ozel (2011). For every wall orientation, the
insulator optimal thickness decreased with the percentage
of radiation blocked.
Indeed, as shown previously, the percentage of radia-
tions blocked increased with the decrease in the yearly ther-
mal gains and thus the insulator optimal thickness. With
100% radiations blocked and in every climate, the insulator
optimal thickness remained the same for all wall orienta-
tions and was appreciably equal to the one obtained with
the ‘‘Cooling Degree Day model”. The ‘‘Cooling Degree
Day model” does not consider the solar radiations in the
assessment of CDD.Please cite this article in press as: Kameni Nematchoua, M. et al. A comparat
equatorial and tropical climate. International Journal of Sustainable Built6. Conclusion
In the present study, a model was built using MATLAB/
Simulink with the help of IBPT (International Building
Physics Toolbox) library to determine a numerical solution
of transient heat transfer through multilayer walls submit-
ted to the average outdoor temperature and solar radiation
speciﬁc to the climate of Garoua and Yaounde´. With this
method, the inside surface heat ﬂux of two common unin-
sulated walls (concrete block and CSEB) was predicted.
The results presented for the representative day of the hot-
test month of the considered climate showed the signiﬁcant
eﬀect of wall orientation and solar shading on the thermal
performance of the two walls. The yearly cooling transmis-
sion load vs. insulation thickness showed a signiﬁcant eﬀect
of wall orientation. The east and west orientations were the
least favourable in the considered climate, whereas the
north orientation was more favourable. Solar shading sig-
niﬁcantly reduced the yearly cooling transmission load. In
the Yaounde´ climate, south orientation was the most eco-
nomic one with an optimum insulation thickness of 8 cm,
79.87% of energy saving and a payback period of
4.78 years, whereas in the Garoua climate, the east/west
orientation was the most economic one with the optimum
insulation thickness of 12.5 cm, 85.65% of energy saving
and 3.38 years of payback period. The optimum insulation
thickness decreased linearly with the percentage of blocked
solar radiation. The values obtained with 100% blocked
solar radiation were similar to those obtained with the
degree-day model. The energy saving was maximum for
an insulator thickness equal to its optimal value. Beyondive study on optimum insulation thickness of walls and energy savings in
Environment (2017), http://dx.doi.org/10.1016/j.ijsbe.2017.02.001
M. Kameni Nematchoua et al. / International Journal of Sustainable Built Environment xxx (2017) xxx–xxx 13this value, an increase in the insulator thickness resulted in
a decrease in energy savings. The procedure proposed in
this work should allow other investigations where diﬀerent
climatic conditions can be considered to reduce energy
consumption demand in the buildings. The next work will
have as purpose of study the case of roof insulation in these
regions and their orientation.
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